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§111.97-3 General requirements.

Each watertight door operating sys-
tem must meet Subpart H, §170.270 of
this chapter.

[CGD 74-125A, 47 FR 15236, Apr. 8, 1982, as
amended by USCG-2000-7790, 656 FR 58462,
Sept. 29, 2000]

§111.97-5 Electric and
power supply.

hydraulic

(a) Bach electric motor-driven door
operating system must have the same
source of power as the emergency
lighting and power system.

(b) The temporary emergency power
source and the final emergency power
source must each be capable of oper-
ating all doors simultaneously or se-
quentially as allowed by §170.270(c) of
this chapter.

(c) The power supply for each hydrau-
lically operated watertight door sys-
tem that uses a hydraulic system com-
mon to more than one watertight door
must be an accumulator tank with
enough capacity to open all doors once
and to close all doors two times and be
supplied by one or more motor-driven
hydraulic pumps that can operate from
the final source of the emergency
lighting and power system.

(d) The motor-driven hydraulic
pumps must automatically maintain
the accumulator tank pressure within
the design limits, be above the upper-
most continuous deck, and be con-
trolled from above the uppermost con-
tinuous deck.

(e) The accumulator tank capacity
required in paragraph (c) of this sec-
tion must be available when the accu-
mulator tank pressure is at the auto-
matic pump ‘‘cut-in’’ pressure.

(f) The source of power for each hy-
draulically operated watertight door
system using an independent hydraulic
system for each door operator must
meet paragraphs (a) and (b) of this sec-
tion.

(g) The power supply for other types
of watertight door operators must be
accepted by the Commandant.

[CGD 74-125A, 47 FR 15236, Apr. 8, 1982, as
amended by CGD 94-108, 61 FR 28283, June 4,
1996; USCG-2000-7790, 656 FR 58462, Sept. 29,
2000]

§111.99-3

§111.97-7 Distribution.

(a) Bach distribution panelboard for a
watertight door system must be above
the uppermost continuous deck and
must have means for locking.

(b) Each feeder supplying a water-
tight door operating system must be
above the uppermost continuous deck.

(c) Each watertight door operating
system must have a separate branch
circuit.

§111.97-9 Overcurrent protection.

Overcurrent devices must be ar-
ranged to isolate a fault with as little
disruption of the system as possible.
The relationship between the load and
the rating or setting of overcurrent de-
vices must meet the following:

(a) The rating or setting of each feed-
er overcurrent device must be not less
than 200 percent of its maximum load.

(b) The rating or setting of a branch
circuit overcurrent device must be not
more than 25 percent of that of the
feeder overcurrent device.

Subpart 111.99—Fire Door Holding
and Release Systems

§111.99-1 Applicability.

This subpart applies to fire door
holding and release systems, if fitted.

[CGD 74-125A, 47 FR 15236, Apr. 8, 1982, as
amended by CGD 94-108, 61 FR 28284, June 4,
1996]

§111.99-3 Definitions.

As used in this subpart—

Central control panel means a manu-
ally-operated device on the navigating
bridge or in the fire control room for
releasing one or more fire doors.

Fire door means a door that is in a
fire boundary, such as a stairway en-
closure or main vertical zone bulkhead,
that is not usually kept closed.

Fire door holding magnet means an
electromagnet for holding a fire door
open.

Local control panel means a manually-
operated device next to a fire door for
releasing the door so that the fire door
self-closing mechanism may close the
door.

[CGD 94-108, 61 FR 28284, June 4, 1996; 61 FR

33045, June 26, 1996; as amended by USCG-
2004-18884, 69 FR 58348, Sept. 30, 2004]
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